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OVERFLOW Installation variations

When installing an overflow shroud the 50mm sleeve extension must be 
sealed into the IPS/substrate using silane AND 75mm wood screws, such as 
in the example below (A.)

50mm PVC pipe MUST be plumber’s welded onto the sleeve extention (B.) 
ALL other connections must also be plumber’s welded together, such as in 
the example below featuring an elbow redirecting the outlet.

The overflow shroud is designed to be press-fit into the lower end of the 
PVC pipe. However, a combination of teflon tape and/or silicon may be 
required to create a water-tight connection (C.)

The lower end of the PVC pipe MUST sit flush with the ceiling plaster (D.)      
Dry fit and measure the components before cutting the PVC pipe to the 
required length, as shown above.


